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Foreword

This publication details the installation requirements for ceiling dampers as manufactured by Miami Tech®.
Use of this manual for systems or products not manufactured or supplied by Miami Tech shall not be
applicable.

All products covered by this manual have been tested in accordance with UL555C and are authorized to bear
the UL classification mark for ceiling dampers. Specific Ceiling Damper model numbers and their
corresponding UL file numbers may be found in UL’s Fire Resistance Directory.

For specific ceiling damper location requirements, duct construction and connection or installation
practices, refer to the following codes or standards:

NFPA Publications:
NFPA 90A - Standard for the Installation of Air-Conditioning and Ventilation Systems

UL Publications:
UL555C - Standard for Safety, Ceiling Dampers

SMACNA Publications:
Fire, Smoke and Radiation Damper Installation Guide for HVAC Systems Guide
HVAC Duct Construction Standards - Metal and Flexible

The Installation Instructions found within this manual have been specifically drawn and detailed to meet
the requirements of UL555C. Some jurisdictions may require additional or different installation methods;
therefore, consult with the authority having jurisdiction for specific differences. For these cases, the
requirements defined by the authority having jurisdiction will take precedence over the documents
contained herein.
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